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 DRAINAGE  NOTES

1 - All drain pipes shall be PVC unless otherwise specified.

2- All drain pipes in slabs, through walls shall be sleeved  to the approval

     of the supervising engineer.

3 - All bends and joining branch pipes shall have an inspection eye/cover.

4 - drain pipes shall be of PVC with the following minimum sizes:

 - All pipes in the ground ( outside building  should be laid

     a minimum depth of 750mm below surface.

5 - All wc's to have a short stub vent complete with cowl except specified.

6 - All junctions and radius bends to have an inspection / access  cover.

7 - All drain pipes shall have a minimum fall of 1:60 unless otherwise specified.

8 - Refer to Civil Engr's drawings for continuation of pipeworks

      outside the buildings to the nearest sewer /drainage reticulation pipe work.

9 - All installations to comply with new model building by  laws.

10 - All vent pipes to discharge to atmosphere at 300mm

       above  roof level with galvanised or copper bird guard.
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